FIELD FLOOR IMPACT INSULATION TEST REPORT
U4610, 141 CAMPBELL STREET BOWEN HILL 4006
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FIELD IMPACT SOUND INSULATION - TEST CERTIFICATE

Test 1 of 3

10.2mm Vulcan Sample Floor
PROJECT: PN6205 Unit 4610, 141 Campbell St, Bowen Hill
Test Location:  Level 5 Unit 4610 Living area to Level 4 Unit 4510 Meas. Date: 8-Oct-2024

Meas. Parameter: LLeq
Client: Chameleon Flooring Pty Ltd Tapping Machine: Bé&K 3207
Test Performed: Javier Schneider Navas Receiving Room Volume: 86 m’
DESCRIPTION OF FLOOR AND SPECIMEN No. of Source posn: 2

Mic. posn: 2 sweeps
Test Surface: 10.2mm Vulcan Sample Floor
RT meas: 5 Imp.
Underlay: SLM: B&K 2250
Adhesive:
Ceiling; Concrete Concrete Slab Base: 73dB
) Reduction: -19dB

Slab: Concrete

Weighted Standardized Impact SPL
1SO 16283-2:2015 & 717-2:2013

Results standardized to a RT of 0.5 seconds
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